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Abstract: In this paper, the design of a new robust model reference adaptive PI (MRAC-PI) current controller is
proposed for a two-stage grid connected photovoltaic (PV) inverter. Perturb & observe (P&O) algorithm is implemented
in the boost part in order to extract the maximum power from the PV array. Firstly, the current dynamics with
considering the system uncertainties are written in dq frame and are simplified by employing a decoupling system.
Then, the MRAC-PI controller is designed based on a sliding mode control (SMC) to improve the robustness of the
controller under system uncertainties. The parameters of PI controller are tuned based on SMC laws to track the desired
reference model and provides fast and desirable dynamic response. The stability of the robust MRAC-PI is proven by
using Lyapunov’s theory and Barbalet’s lemma. Finally, the performance of the proposed current controller and the
conventional PI based voltage oriented control (VOC) during variations in filter inductance and solar irradiance are
compared through simulation results. These results show the effectiveness of the proposed controller.
Key words: Grid connected photovoltaic inverter, robust model reference adaptive PI controller, sliding mode control,
decoupling system, Lyapunov’s theory

1. Introduction
Because of the limitations on the use of fossil fuels, there has been an increase on the application of grid
connected PV systems [1]. In spite of the advantages of PV arrays, it is a major issue to extract the maximum
power from PV arrays. Also the integration of PV arrays that are dependent on the weather conditions can
affect the stability, power quality, and reliability of the power grid. Therefore, it is necessary to design a proper
robust and eﬀicient current controller and maximum power point tracker (MPPT) algorithms [2]. A broad range
of literature proposes various MPPT techniques and current controllers to control grid connected PV systems
[3–5].
The PI controller is an effective and simple current controller and widely used in industries. However, the
exact linearizing the system, the integrity of current decoupling, the precise tuning of PI coeﬀicients, and lack
of robustness are limited PI controller based approach [6]. Hence, recent researches in the direction of current
controllers design have been focused on the robust and adaptive control methods.
In [7], a new control method is used in two stage grid connected PV system. In this method, the input
disturbances caused in the dc link voltage are rejected by employing an adaptive P&O algorithm and the grid
distortions and parametric uncertainty are handled by an integral sliding mode current controller. Although an
integral sliding surface minimizes the steady state errors, the chattering problem could also exist. To enhance the
∗ Correspondence:
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GC-VSI robustness and reduce chattering problem, an improved current SMC controller with the exponential
reaching law-based saturation function is proposed in [8]. However, the exact design of boundary layer is limited
in this suggestion. In [9], a modified SMC current controller is proposed for shunt active power filters (SAPF).
In order to improve SAPF robustness, an exponential reaching law is employed and to reduce the chattering
phenomenon, a repetitive control (RC) term of harmonic current error is introduced to the sliding mode surface.
Although the proposed surface can compensate all AC harmonic current, the design procedures of the proposed
method are more complicated than classic SMC method. In [10], to have a robust current controller in threephase grid connected PV system, the grid impedance variations is modelled as multiplicative disturbance, and
then a H∞ method is proposed. The complexity in the design of weighting functions is accounted as a main
problem of this method. In [11], a robust deadbeat predictive current controller is proposed for a three-phase
converter. To overcome the parameter uncertainties under unbalanced grid conditions, a discrete time power
disturbance observer is designed. This method has shown a fast dynamics response and acceptable stability
margin but has some disadvantages such as needs to know exact model of the system and a great number of
calculations. To provide appropriate performances in the presence of disturbances in a voltage source converter,
a simple MRAC current control is presented in [12]. This method has only one adaption gain and the stability
of system is proved by Lyapunov theory. The tuning of controller gains through a trial and error approach is
a hard and time consuming task. In order to eliminate the disadvantages of VOC method, a self tuning (ST)
adaptive control is presented for a GC-VSI and is replaced with the PI controllers in the current loops of VOC
method [13]. In the proposed method firstly, recursive least square (RLS) on line estimator is used to estimate
the parameters of the system, and then control gains are updated based on the estimated values. Also, pole
shift controller is employed to enhance system stability. The necessity of tuning at least five adaption gains and
high online computational requirements are the major drawbacks of this controller. Recently, several robust
hybrid methods have been developed for improving the robust performance of system in the presence of system
uncertainties. In [14, 15], a new adaptive discrete SMC control is employed for uncertain nonlinear systems. To
guarantee the stability of the system, a neuron online estimation of the errors in the sliding function is proposed.
Also, the chattering phenomenon is reduced by adaptation of the switching gain.
To improve the robustness of discrete MRAC method based on RLS algorithm in a GC-VSI, a sliding
mode action is added to the current controller [16]. This method guarantees the system stability in the presence
of uncertainties. In [17], an improved MRAC-PR current controller for grid connected PV inverter with LCL
filter is presented. In the proposed method, the PR parameters are regulated based on ant lion optimization
(ALO) algorithm. With the help of proposed controller, damping resonance, proper transient performance,
and enough stability margin are obtained. In [18], a novel adaptive PI current controller is employed in a
microgrid to stabilize the magnitude and frequency of the voltage across the loads. Also, the parameters of
PI controllers are adapted using least mean fourth (LMF) algorithm to improve system stability at different
loading conditions. In [19], a combined MRAC and PI controller is proposed for a grid connected PV system
with LCL filter. The system dynamic equations and the reference model are written in abc frame and the
controller parameters are tuned by MIT rules.This controller guarantees the safe operation under different load
conditions. To provide robust performance against parametric variations in a GC-VSI with LCL filter, an
adaptive PI based particle swarm optimization (PSO) is presented in [20]. Despite the appropriate response
of this method, its eﬀiciency is dependent on the predefined parameters and necessitates expertise to obtain
the desired response. In [21], an adaptive fuzzy PI controller is proposed for a grid connected PV inverter
with irradiance variations. The parameters of PI controller are online tuned based on improved fuzzy logic.
258

MOETI and ASADI/Turk J Elec Eng & Comp Sci

Although the proposed method provides fast transient responses and strong stability are obtained independent
from system parameters, implementation of this controller may become diﬀicult if the training data is not
available.
This paper introduces the innovation of MRAC-PI controller for a three-phase GC-VSI. The motivation
for designing the proposed controller is to obtain desired performance against system disturbances such that
simplicity in controller design and ease of tuning are provided. To obtain this goal, the concept of MRAC-PI
controller based on SMC is introduced in this paper.
The key contribution of this paper is to provide an offline design procedure for proposed MRAC-PI
controllers applied to GC-VSI under system uncertainties. In the beginning, by using the decoupling controllers,
the effects of coupling terms are canceled, and the system model is written as a first order plant in the presence
of matched uncertainties and positive constant terms. Then, a proportional sliding surface is selected and the
PI coeﬀicients are automatically tuned by the d axis current error and q axis current error. The upper bounds
on the uncertainties are assumed to be known and the stability of the proposed controller is obtained using
Lyapunov’s theory and Barbalet’s lemma. In comparison to the classical VOC, which is expressed in [13], the
proposed controller provides better mitigation of harmonics, faster dynamic responses, and robustness to system
uncertainties.
This paper is organized as follows: The model of the grid connected PV system and a decoupling system
implementation with system uncertainties are presented in Section 2; in Section 3, a proposed robust MRAC-PI
controller for GC-VSI is designed; Section 4 presents the simulation results on a 5 kW prototype GC-VSI to
demonstrate the effectiveness of the proposed controller. Finally, the conclusions are drawn in Section 5.
2. Three phase GC-VSI modelling
Figure 1 shows a two-stage grid connected PV system where all power electronic elements are assumed to be
ideal. The first stage is the boost converter, which increases the output voltage of the PV arrays and uses the
MPPT control. The second stage is the inverter, which converts dc power into ac power and uses the proposed
MRAC-PI current controller. The PV arrays used in this work are a type of Canadian solar CS6X-310P. Two
parallel strings are used where each one includes 9 series modules. The PV array characteristic curves under
various values of radiation levels and fixed value of temperature ( 25 ◦ C) are shown in Figure 2. The GC-VSI
dynamic model in abc frame can be expressed as (1).

PV
arrays

boost converter
Lb

dc/ac

output filter

grid

converter
U abc
Sb

L

R

Iabc Vabc

Cb

Figure 1. Three-phase grid connected PV system.
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Cb dVdc = Ua Ia + Ub Ib + Uc Ic
dt
Vdc

(1)
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(a)
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Figure 2. (a) Current-Voltage (I-V) curve (b) Power–Voltage (P-V) curve.

L , R are resistance and inductance of the filter, respectively; Lb , Cb , Sb are the inductance, capacitance,
and switch of the boost converter, respectively; Vabc and Uabc are the grid and VSI terminals voltages,
respectively; Iabc are the grid currents.
The current dynamics of the GC-VSI in dq frame using the Park’s transformation [ Tdq ] presented in (2),
is expressed as (3).

cos ωt
2
sin ωt
[Tdq ] =
3
1


2π
cos(ωt − 2π
3 ) cos(ωt + 3 )

sin(ωt − 2π
sin(ωt + 2π
3 )
3 )
1
2

2

[

By defining Udc =

I˙d
I˙q

Cb
2
3Vd Vdc

]

[
=

−R
L
−ω

ω
−R
L

][

Id
Iq

(2)

1
2

]

[

1
L

+

0

0

][

1
L

ud
uq

]
(3)

and using (2), the dynamics of dc voltage in dq frame is given by (4).

dUdc
2
= − Udc + Id
dt
Cb

(4)

Here, ud and uq are the outputs from the controllers of Id and Iq , respectively. These new inputs are defined as
udq = [Ud − Vd Uq − Vq ]T . Vdq = [Vd Vq ]T , Idq = [Id Iq ]T and Udq = [Ud Uq ]T are grid voltages, grid currents,
and inverter voltages in dq frame, respectively. ω is the angular frequency of the grid voltage. The Laplace
transforms of (3) can be expressed as (5).
[
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Id (s)
Iq (s)

]

[
=

G11 (s) G12 (s)
G21 (s) G22 (s)

][

ud (s)
uq (s)

]
(5)

MOETI and ASADI/Turk J Elec Eng & Comp Sci

The transfer matrix Gij is expressed as (6):
G11 (s) =

Id
(Ls + R)
= 2 2
ud
L s + 2RLs + (R2 + L2 ω 2 )

G12 (s) =

Id
Lω
= 2 2
uq
L s + 2RLs + (R2 + L2 ω 2 )

(6)

Iq
−Lω
= 2 2
G21 (s) =
ud
L s + 2RLs + (R2 + L2 ω 2 )
G22 (s) =

Iq
(Ls + R)
= 2 2
uq
L s + 2RLs + (R2 + L2 ω 2 )

To eliminate G12 (s) and G21 (s) , the decouplers D12 (s) and D21 (s) are proposed as (7).

Lω
G12 (s)



D12 (s) = − G11 (s) = − Ls + R

(7)


G (s)
Lω


D21 (s) = − 21
=
G22 (s)
Ls + R

The decouplers D12 (s) and D21 (s) are taken in series with Gij (s) to produce a diagonal matrix Gn,ij (s) as in
(8).

[

Id (s)
Iq (s)

]

[
=

Gn,11 (s)
0
0
Gn,22 (s)

][

ud (s)
uq (s)

]
(8)

Gn,11 (s) and Gn,22 (s) are shown in (9):

Id (s)
1



Gn,11 (s) = ud (s) = G11 (s) + D21 (s)G12 (s) = [Ls + R]

I (s)
1


Gn,22 (s) = q
= G22 (s) + D12 (s)G21 (s) =
uq (s)
[Ls + R]

(9)

The continues time representation of a diagonal matrix (8) can be expressed as (10).

I˙d = −ad Id + bd ud
 I˙ = −a I + b u
q
q q
q q

(10)

ad = aq = − R/L and bd = bq = − 1/L . Because of existence of noise and inductance variations, the state
space model of the GC-VSI in (10), can be written as (11).

I˙d = −(ad + ∆ad )Id + (bd + ∆bd )ud + fd
 I˙ = −(a + ∆a )I + (b + ∆b )u + f
q
q
q q
q
q q
q

(11)

Where, ∆ad , ∆bd , ∆aq and ∆bq are uncertainties in ad , bd , aq and bq , respectively. fd and fq show external
disturbances. Let z1d , z2d , z1q , z2q be I˙d , ud , I˙q , uq , respectively. Then, define another output vectors
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d1q = ∆aq I˙d , d2d = ∆bd ud , d1q = ∆aq I˙q , and d2q = ∆bq uq . By these considerations, the disturbed modeling
of (11) can be rewritten as (12).
[

z1d (s)
z1q (s)

]

[
=

ad
0

0
aq

][

Id (s)
Iq (s)

]



1
 0
+
 0
0

1
0
0
0

0
0
1
0

0
0
1
0




d1d
[
  d2d 

+
  d1q 
d2q

bd 0
0 bq

][

ud
uq

]

[
+

fd
fq

]
(12)

To design the proposed MRAC-PI controller, the matching condition is assumed to be satisfied in the
uncertainties ∆ad , ∆bd , ∆aq and ∆bq . In other words, there exist unknown scalers d(t) , g(t) , q(t) and h(t)
such that the equations ∆ad = bd ∗ d(t) , ∆aq = bq ∗ q(t), ∆bd = bd ∗ g(t) , ∆bq = bq ∗ h(t) are obtained. By
these considerations, the equation (11) can be rewritten as (13).

I˙d = −ad Id + bd ud + bd fd,m + fd
 I˙ = −a I + b u + b f
q
q q
q q
q q,m + fq

(13)

The variables fd,m and fq,m denote the matched uncertainties and are expressed as (14).
{
fd,m = bd d(t) + bd g(t)

(14)

fq,m = bq q(t) + bq h(t)
The matched uncertainties and the external disturbances in (13) are assumed to be bounded by some known
positive constants ( αd,m , αq,m , αd , αq ), as expressed in (15).
{

|fd,m | ≤ αd,m , |fq,m | ≤ αq,m

|fd | ≤ αd , |fq | ≤ αq

(15)

The structures of the close loop control of the decoupled GC-VSI without system disturbances and with
them are shown in Figure 3. Gc1 (s) and Gc2 (s) , are the current controllers, u1,d (s) and u1,q (s) are the control
signals, and Id ∗ and Iq ∗ are the reference values of Id and Iq , respectively.
3. Design of the proposed controller
This section discusses the design of the grid connected PV system control scheme, i.e. MPPT design, dc link
voltage control outer loop and proposed MRAC-PI current control loop. The control objectives of the proposed
controller in the presence of system uncertainties are:
(1) To provide the adjustable transient responses and proper steady state responses.
(2) To guarantee stability characteristics of the GC-VSI.
The first stage in the design of the proposed robust MRAC-PI is to define a reference model as (16), of
which the relative degree is the same as (10).
I˙j,m = −aj,m Ij,m + bj,m Ij ∗
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Figure 3. (a) Schematic of the GC-VSI control with decouplers (b) Structure of the close loop control of the decoupled
GC-VSI with system disturbances.

, where j = d, q , Ij ∗ ∈ R1 and Ij,m ∈ R1 are the reference input and the output of the reference model,
respectively. The variables aj,m , bj,m are the scalers, which are determined based on desired dynamic responses.
Let the switching functions Sj be in the proportional forms as (17).
Sj = λj ej = λj (Ij − Ij,m )

(17)

, where ej and λj are the tracking error and the positive control gain in dq frame. The control objective here
is to achieve an adaptive law so that Sj approaches to zero. By differentiating Sj , (18) is yielded.
Ṡj = λj ėj = −λj aj,m ej − λj (aj − aj,m )Ij − λj bj,m Ij ∗ + λj bj uj + λj bj fj,m + λj fj

(18)

The time derivative of Sj can also be written as (19).
Ṡj = −ρj sgn(Sj )

(19)

, where ρj is positive constant. By equaling (18) and (19), the input controller is called as (20).
uj = (λj bj )−1 λj aj,m ej + (λj bj )−1 λj (aj − aj,m )Ij − fj,m − (λj bj )−1 λj fj
+(λj bj )−1 λj bj,m Ij ∗ − ρj (λj bj )−1 sgn(Sj )

(20)

It is assumed that there exist positive constants Kp,j ∗ and KI,j ∗ such that the following matching
conditions (21) between the plant (10) and the reference model (16) are satisfied.

K ∗

(−aj − bj Kp,j ∗ − bj I,j ) = −aj,m

s

KI,j ∗


) = bj,m
(bj Kp,j ∗ + bj
s

(21)

From (21), the input controller (20) can be written as (22).
−1

uj = (λj bj )

λj aj,m ej +

−1

−ρj (λj bj )

∗
[Ij ∗
KP,j

− Ij ] − fj,m +

∗
KI,j

∫

(Ij ∗ − Ij ) − (λj bj )−1 λj fj

(22)

sgn(Sj )
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In the actual condition, Kp,j ∗ and KI,j ∗ are not exactly known and are estimated by KP,j and KI,j ,
respectively. Therefore, the input controller (22) is rewritten as (23).
uj = (λj bj )−1 λj aj,m ej + KP,j [Ij ∗ − Ij ] − fj,m + KI,j
−1

−ρj (λj bj )

∫

(Ij ∗ − Ij ) − (λj bj )−1 λj fj

(23)

sgn(Sj )

In order to eliminate the effects of fj,m and fj in input controller (23), the inequality (24) must be
satisfied. Eventually the input controller is obtained as (25).
|ρj | ≥ |λj | |αj | + (|λj bj |) |αj,m | + η

uj = (λj bj )

−1

∫

∗

λj aj,m ej + KP,j [Ij − Ij ] + KI,j

(24)

(Ij ∗ − Ij ) − ρj (λj bj )−1 sgn(Sj )

(25)

The next phase of the proposed controller design is to estimate KP,j and KI,j by proper adaptive laws.
First define the parameters error as (26). By substituting (26) into (25), uj is rewritten as (27).

∗
K̃P,j (t) = KP,j (t) − KP,j
 K̃

I,j (t)

−1

uj = (λj bj )

−ρj (λj bj )

∗

(26)

∗
= KI,j (t) − KI,j

∗

∗

λj aj,m ej + [KP,j + K̃P,j ][Ij − Ij ] + [KI,j + K̃I,j ]

−1

∫

(Ij ∗ − Ij )

(27)

sgn(Sj )

From (21) and by substituting (27) into (18), the time derivative Sj is rewritten as (28).
∫
Ṡj = λj ėj = λj bj K̃P,j (t)[Ij ∗ − Ij ] + λj bj K̃I,j (t) (Ij ∗ − Ij ) − ρj sgn(Sj )
+λj bj fj,m + λj fj

(28)

Define a quadratic positive definite Lyapunov function as (29).
Wj =

1 2
−1 2
−1 2
K̃P,j (t) + γ2,j
K̃I,j (t)]
S + |λj bj | [γ1,j
2 j

(29)

, where γ1,j and γ2,j are positive scalers. The time derivative of Wj (t) is obtained as shown in (30).
−1
−1
Ẇ = Sj Ṡj + |λj bj | γ1,j
K̃P,j (t)˜˙K P,j (t) + |λj bj | γ2,j
K̃I,j (t)˜˙K I,j (t)
∫
= Sj λj bj K̃P,j (t)[Ij ∗ − Ij ] + Sj λj bj K̃I,j (t) (Ij ∗ − Ij )

−Sj ρj sgn(Sj ) + Sj λj bj fj,m + Sj λj fj
−1
−1
+ |λj bj | γ1,j
K̃P,j (t)˜˙K P,j (t) + |λj bj | γ2,j
K̃I,j (t)˜˙K I,j (t)

264

(30)

MOETI and ASADI/Turk J Elec Eng & Comp Sci

To ensure that the time derivative of Wj (t) is always negative, the adaptive laws (31) are considered.

∗

K̇P,j (t) = −γ1,j sgn(λj bj )Sj [Ij − Ij ]
∫

 K̇I,j (t) = −γ2,j sgn(λj bj )Sj [ (Ij ∗ − Ij )]

(31)

By substituting (31) into (30), the time derivative of Wj (t) can be written as (32).
Ẇj = −Sj ρj sgn(Sj ) + Sj λj bj fj,m + Sj λj fj

(32)

The inequality of (33) holds in (32).
Ẇj ≤ −ρj Sj sgn(Sj ) + |Sj | |λj bj | |fj,m | + |Sj | |λj | |fj |
≤ −ρj |Sj | + |Sj | |λj bj | |αj,m | + |Sj | |λj | |αj |

(33)

≤ − |Sj | [ρj − |λj bj | |αj,m | − |Sj | |λj | |αj |]
From (24), the inequality of (33) is rewritten as (34).
Ẇj ≤ −η |Sj |

(34)

The equation (34) shows that the time derivative of Wj (t) is always negative. According to Barbalat’s
Lemma, Sj approaches to zero in finite time. Consequently, the tracking error ( ej (t) = Ij,m − Ij ) will converge
to zero. To summarize the design procedure of the proposed MRAC-PI current controller, the flow diagram of
the current controller is shown in Figure 4.
The schematic diagram of the system control scheme is illustrated in Figure 5. In the outer loop, a PI
controller which produces Id ∗ is addressed to control the dc link voltage. To extract the maximum power from
PV arrays under different environmental conditions, a P&O algorithm which was published in [1], is used.
4. Simulation results
To determine the effectiveness of the proposed MRAC-PI strategy which is modeled in Figure 6, simulation
studies on a 5 kW prototype grid connected PV system are carried out in MATLAB/Simulink (MathWorks,
Inc., Natick, MA, USA). The obtained results are compared with the classical VOC method that expressed in
[13] under the following conditions: irradiance level variations, uncertainty in filter inductor. The parameters
of the system are given in Table 1 and the parameters of the proposed controller, the conventional PI based
VOC, and Vdc regulator are given in Table 2. With regard to the closed loop transfer functions of Id and Iq
dynamics, the parameters of PI controllers are designed such that the settling time Ts,j = 9 ms, j = d, q and
the damping ratios ζj = 1 , j = d, q are provided. The model reference parameters in (16), the adaption gains,
and the SMC parameters are designed based on the providing settling time Ts,j = 3.5 ms, a trial and error
approach, and achieving the robust condition is shown in (24), respectively. Finally, a comparison of different
control methods are given.
4.1. With sudden change in irradiance level
Figure 7 compares the system response during various irradiance level steps for the PI based VOC and proposed
MRAC-PI controller. As shown in Figure 7, the irradiance level is stepped from 800W/m2 to 1000W/m2 at
265
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Figure 4. Flow diagram of the proposed controller strategy.

Figure 5. Control diagram of the grid connected PV system.

266

MOETI and ASADI/Turk J Elec Eng & Comp Sci

Figure 6. Simulink model of the proposed structure.
Table 1. Grid connected PV system parameters.

Parameter name
Rated power
Grid voltage
Grid frequency
Dc link voltage
Dc link capacitor
inductor of boost converter
Switching frequency of boost
Filter resistance
Filter inductance
Switching frequency of inverter
Maximum power of PV module
Voltage at maximum power point
Current at maximum power point
Open circuit voltage of PV module
Short circuit current of PV module

Symbol
Sn
Vabc
f
Vdc
Cb
Lb
fsw
R
L
fsw
PP V
Vmp
Imp
Voc
Isc

Value
5 kW
380 V
50 Hz
700 V
2500 µF
1 mH
15 kHz
0.05 Ω
5 mH
15 kHz
310.128 W
36.4 V
8.52 A
44.9 V
9.08 A

25 ms and then backed to 800W/m2 at 50 ms, while the q axis current reference is fixed at 0 A. As depicted
in Figure 7, since the PI parameters in proposed controller are online tuned based on adaption SMC laws to
converge errors to zero, less oscillation occur compared to conventional PI controller. In addition, the proposed
controller provides faster transient responses than PI controller. Also, at the instant of the sudden change of
irradiance no overshoot and undershoot are observed in proposed controller responses.
To be more specific from Figure 8, the PI controller in VOC method has overshoot and undershoot of
1 V and a settling time of 75 ms, while the proposed MRAC-PI method has a settling time of 35 ms as the
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Table 2. Control parameters of the GC-VSI.

Controller

Parameter
Model reference parameters

MRAC-PI Method

Adaption gains

SMC parameters

VOC method
Vdc regulator

Proportional gains
Integral gains
Proportional gains
Integral gains

Symbol
ad,m , bd,m
aq,m , bq,m
γ1,d
γ2,d
γ1,q
γ2,q
λd , λq
ρd
ρq
KP,d , KP,q
KI,d , KI,q
KP,Vdc
KI,Vdc

value
1500
1500
100
1500
150
500
0.3
5000
3000
878.888
197530
0.1
20

reference model is defined and no overshoot and undershoot are observed.
According to the proof of proposed controller design in Section 3, the noninitialized coeﬀicients of the
PI current controller must converge fast to a constant value, and this is shown in Figure 9. In addition, at
the instant of the sudden change of irradiance, the coeﬀicients of d axis change slightly and then converge to a
constant value.
To compare the performances of dc link voltage controller, the dc link voltage response of proposed
controller and VOC method are shown in Figure 10. In spite of the proposed method, the dc link voltage
changes a lot when irradiance levels are changed in VOC method.
4.2. With uncertainty in filter inductance
In this section, to investigate the proposed MRAC-PI controller robustness with regard to parameters changes,
simulations are performed with filter inductance error equal to -25% in the interval between t = 20 and
t = 75 ms. In this test, the solar radiation is fixed in 1000 W/m2 and the q axis current reference is fixed in
0 A. The parameters of controllers are the same as the previous test.
Figure 11 shows the results of the two controllers with inductance variations. As seen in Figure 11, when
the uncertainty occurs ( 20 ms to 75 ms), the grid current associated with the PI controller in VOC method
has high distortion. Also, about 1.3 V undershoot in Id is produced at 20 ms. These functions are duo
to the dependence of PI controller coeﬀicients on system conditions. But the proposed MRAC-PI controller
automatically tunes the PI parameters and provides an improved grid current THD and no undershoot are
produced in responses.
Variations of the coeﬀicients of the proposed MRAC-PI controller with -25% error in inductance are
depicted in Figure 12. These parameters are tuned online, so that Id and Iq steady state errors bounded to
desirable values when the uncertainty occurs. Furthermore, within the interval between t = 20 and t = 75 ms,
the adaption mechanism rapidly reacts and increases to compensate Id and Iq steady state errors and then the
PI parameters converge to a positive constant.
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(A)

(B)

(a)

(a)

(b)

(b)

(c)

(c)

Time (ms)

Time (ms)

Figure 7. Simulation results using the two different control technics under 800 − 1000 W/m2 solar radiation. (a)
trajectories of Id (A) (b) trajectories of Iq (A) (c) three phase ac currents (A). (A) PI controller in VOC method (B)
Proposed controller.

To further compare the results of the two control strategies, Table 3 compares the grid current total
harmonic distortion (THD) for the VOC method and proposed controller. As depicted in Table 3, the proposed
controller provides lower grid current THD than VOC method.
269

MOETI and ASADI/Turk J Elec Eng & Comp Sci

Figure 8. Evolution of the transient response of Id for both VOC method and proposed controller.

Time (ms)

Time (ms)

(a)

(b)

Figure 9. (a) d axis MRAC-PI controller (b) q axis MRAC-PI controller with sudden change in irradiance level.

Time (ms)

Time (ms)

(a)

(b)

Figure 10. The waveforms of Vdc under using the two different control technics under 800 − 1000 W/m2 solar radiation.
(a) VOC method (b) proposed controller.

4.3. Comparison between proposed MRAC-PI current controller and robust hybrid controller
A comparison of the advantages and disadvantages between the robust hybrid controller which are given in
Section 1 and the proposed method, is presented in Table 4. It is evident from Table 4 that the proposed
controller has superior performance than other control methods. Also, the proposed robust MRAC-PI controller
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(A)

(B)

(a)

(a)

(b)

(b)

(c)

(c)

Time (ms)

Time (ms)

Figure 11. Simulation results using the two different control technics with -25% error in inductances. (a) trajectories
of Id (A) (b) trajectories of Iq (A) (c) three phase ac currents (A). (A) PI controller in VOC method (B) Proposed
controller.

has less complexity than other control methods.

5. Conclusion
This paper presented a design procedure for robust decoupled MRAC-PI controllers applied to grid connected
PV inverter under system uncertainties. In presented system, maximum power is transferred from PV arrays to
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Figure 12. (a) d axis MRAC-PI controller (b) q axis MRAC-PI controller with -25% error in inductance.

Table 3. Grid current THD for the VOC method and robust MRAC-PI controllers under ± 25% inductance variations.

Controller
Robust MRAC-PI

VOC method

% Inductance variations
0
-25%
+25%
0
-25%
+25%

Time interval
0 − 20 ms
20 − 75 ms
20 − 75 ms
0 − 20 ms
20 − 75 ms
20 − 75 ms

THD
2.8%
2.88%
1.5%
3.48%
4.98%
2.1%

the grid using P&O algorithm. The concept of SMC method is included in MRAC-PI controller to enhance the
robustness of the controller. The proposed controller uses adaptive SMC laws to estimate the PI parameters
online and offers a fast convergence of the sliding surface. The stability of this type of controller (robust hybrid
controller) is proven by using Lyapunov’s theory and Barbalet’s lemma. The system responses of the proposed
controller are compared with the PI controller in VOC method using MATLAB simulations in the presence
of system uncertainties such as different levels of solar irradiance and filter inductance variations. From the
simulation results, it is observed that fast convergence of PI parameters, desirable dynamic performance, and
suitable steady state response are achieved without considering initial values for controller parameters. The
proposed method also exhibits superior performance when compared with the PI controller in VOC strategy.
The proposed controller is able to reduce the overshoot of Id from 14.15% to 0% in simulation (under irradiance
levels variations and fixed filter inductances). Further, the MRAC-PI controller is eﬀicient to reduce the THD
of grid current from 4.98% to 2.88% in simulation (under filter inductance variations and fixed irradiance
levels). A comparison study of the advantages and disadvantages between the robust hybrid controller, which
are recently presented, and the proposed method has proved that the proposed MRAC-PI controller provides
robust performance and reduces the system complexities.
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Table 4. Comparison of robust hybrid controller.
Reference

Control method

[14, 15]

Adaptive SMC

[16]

MRAC- SMC
controller

Advantage
-Improve the robustness of classical
SMC
-Reduce the chattering phenomenon of
classical SMC
-Improve the robustness of MRAC
-Appropriated stability margin
-Fast convergence of the controller parameters
-Reduction in number of measurement
sensors
-Damping resonance

[17]

[18]

MRAC- PR
controller

-Proper transient performance

Adaptive PI

-Robust performance at different
loading conditions

controller
[19]

MRAC&PI
controller

-Enough stability margin

-Low tracking error
-Fast transient response

Inconvenient
-Complexity in design
-Require high number of calculations
-Requires accurate model of system
-Complexity in design
-Hard tuning of some adaption gains

-Requires accurate model of system
-High online computational requirements
-Complexity in design procedure
-Hard and time consuming selection of
constants and tuning of adaption gains
-Complexity in design procedure
-Hard and time consuming selection of
constants and tuning of adaption gains
-Requires accurate model of system
-Hard tuning of adaption gains

-Robust performance at different
[20]

[21]

PI-PSO

-Robust performance against

controller

under uncertain grid impedance

PI-fuzzy

-Robust performance with irradiance
variation
-Don’t require model of system

controller

Proposed
MRAC-PI
controller

-Provides desirable dynamic response
-Provides low grid current THD
-Robust performance with irradiance
variation
-Robust performance with filter inductance variation
-Guarantee system stability in the presence of uncertainty
-Systematic procedure design
-Fast convergence of the no initialized
PI parameters

-Precise selection of the predefined parameters
-Necessitates expertise to obtain the desired response
-Dependence of its implementation to
the availably of training data
-Hard selection of membership functions and fuzzy rules
-Requires accurate model of system
-Hard tuning of adaption gains
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